
S No Qualification Requirement
Subject:- Qualification requirement for Supply & Installation of 33 & 66 KV Joints and Termination Kits
S.No Qualification Requirement

1 The bidder must be a manufacturer of Cable Jointing & Termination Kits of 33KV & above voltage grade. 

2 The bidder should have infrastructure in India for providing service & spare support to purchaser. The relevant documents including details of 
manufacturing units, locations and works from where supply, spares & service against this tender shall be proposed to be furnished.

3 The bidder must possess valid ISO 9001:2015 certification.3 The bidder must possess valid ISO 9001:2015 certification.
4 The bidder should have plant installed capacity of minimum 20% of qty per month as per Price Format.

5
The bidder should have more than 7 years’ experience in the field of cable jointing and fault repairs  for 33KV & above voltage grade in India. The 
prospective bidder should have in excess of 5 years’ experience of running O&M call centre and maintenance/rectifications of underground cables by 
establishing 24x 7 call centers anywhere in India with any major utilities/SEB's supporting documentary evidence shall be submitted.

6
The bidder should have adequate experienced jointers having Electrical License upto & including 66KV. The bidder should have team of over 40 
trained  experienced Jointer/Engineers/ Technicians in Delhi/NCR for the maintenance & rectification of underground cables. List of manpower 
available with details to be submitted along with bids.

The bidder should have installed minimum numbers of joints/terminations during last 3 years in a voltage class category being offered as per below,

7 Voltage class                             Numbers
33KV                                             500
66KV                                             100

8
The bidder must have adequate Financial Stability and status to meet the financial obligation pursuant to the scope of supply and shall have average 
annual turnover of minimum ₹ 50 Crore during last three (3) Financial years (2019-20,2020-21,2021-22)

9
The bidder should possess valid Electrical Contractor License issued by competent statutory agency to undertake work in NCT Delhi. In case bidder is 
not having this license, Bidder to give the undertaking that it will be obtained by them before the start of the work at site or suitable sub-contractor 
having the valid license shall be engaged for works at site where copy of valid license shall be submitted to purchaser before the start of the work. 

10 The bidder must have valid PAN No., GST registration, in addition to other statuary compliances. The bidder must submit the copy of registrations and 
submit an undertaking that the bidder shall comply all the statutory compliances as per the applicable laws/rules etc before the start of the work.

11
An undertaking (self certificate) that the bidder has not been blacklisted/debarred by any central/state government institution including electricity 
boards. The bidder should also confirm and an undertaking (self certified) to be submitted that there is no pending litigation with government on 
account of executing similar order.account of executing similar order.

12 The Bidder shall submit an undertaking “No Litigation” is pending with the BRPL and Group Companies.

13 In case of new bidders (not enlisted in BSES), Factory inspection & evaluation may be carried out to ascertain bidder’s manufacturing capabilities and 
quality procedures.


